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DRAWING TITLE:

FOUNDATION LAYOUT

PROJECT:

STRUCTURAL ENGINEERS

STRUCCORE

ANKIT K. PATEL
C/1, JAYEN APP., CHUNIBHAI COLONY,

NR. FOOTBALL GROUND , KANKARIYA.

AHMEDABAD-380022 ,TEL:(M) 09723618823,
ankit@struccore.com

SCALEN.T.S. CHECKED:

PROJ. NO. : 01-14

DRN : DATE:14-02-2014

DRG. NO. : ST-00

DEALT SIGN CHECK SIGN : APVD. SIGN :




¢ RIDGE LINE

SHEETING LINE
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SLOPE
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¢ RIDGE LINE

SLOPE
(1:10)

SHEETING LINE
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ROOF SHEETING LAYOUT (UN FOLD)

(SCALE:- 1:250)

1. ANCHOR BOLTS ARE AS PER IS : 2062, OR EQUIVALENT FY 250 MPA
2. FOR LOCATION & REFERENCE POINT REFER ARCHITECTURAL DRAWING.
3. STRUCTURAL STEEL SHALL CONFIRM TO 1S:2062
4. WELDING SHALL CONFIRM TO 1S:816 & 15:9595. WELDING SYMBOLS AS PER 1S:813.
5. FABRICATION AND ERECTION SHALL CONFORM TO THE PROCEDURE DOWN IN 1S:800.
6. BOLTS AND NUTS SHALL CONFORM TO 1S:1367, PROPERTY CLASS 8.8.
7. ELECTRODES SHALL BE FROM APPROVED MANUFACTURER AND SHALL CONFORM TO IS:814.
8. M.S. TUBES SHALL CONFORM TO 1S:1239.
9. ALL HOLLOW SECTION MEMBER SHALL BE OF FY 310 GRADE AND
"I "'BEAM CHANNEL, ANGLE SECTION SHALL BE FY 250 GRADE.
10.BUILT-UP SECTIONS ARE MADE FROM HOT ROLLED PLATES CONFORMING TO ASTM A-572 GR50
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R-0 27-12-2014 FOR EXECUTION 00
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DRAWING TITLE:
ROOF SHEETING LAYOUT (UNFOLD)
PROJECT:
STRUCTURAL ENGINEERS
STRUCCORE (
ANKIT K. PATEL
C/1, JAYEN APP. , CHUNIBHAI COLONY, 9
NR. FOOTBALL GROUND , KANKARIYA.
AHMEDABAD-380022 ,TEL:(M) 09723618823,
ankit@struccore.com
SCALE:N.T.S. CHECKED: ANKIT PROJ. NO. : 04-14
DRN : PRAGNESH DATE:27-12-2014 DRG. NO. : ST-09

( 345MPA') STEEL.

DEALT SIGN : CHECK SIGN : APVD. SIGN :
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DRAWING TITLE:

PURLIN TOP CHORD LAYOUT (UNFOLD PLAN)

1. ANCHOR BOLTS ARE AS PER IS : 2062, OR EQUIVALENT FY 250 MPA

2. FOR LOCATION & REFERENCE POINT REFER ARCHITECTURAL DRAWING.

3. STRUCTURAL STEEL SHALL CONFIRM T0 1S:2062

4. WELDING SHALL CONFIRM TO 1S:816 & 15:9595. WELDING SYMBOLS AS PER 1S:813.

5. FABRICATION AND ERECTION SHALL CONFORM TO THE PROCEDURE DOWN IN 1S:800.

6. BOLTS AND NUTS SHALL CONFORM TO 1S:1367, PROPERTY CLASS 8.8.

7. ELECTRODES SHALL BE FROM APPROVED MANUFACTURER AND SHALL CONFORM TO 1S:814.

8. M.S. TUBES SHALL CONFORM TO 1S:1239.

9. ALL HOLLOW SECTION MEMBER SHALL BE OF FY 310 GRADE AND
"| 'BEAM CHANNEL, ANGLE SECTION SHALL BE FY 250 GRADE.

10.  BUILT-UP SECTIONS ARE MADE FROM HOT ROLLED PLATES CONFORMING TO ASTM A-572 GR50
( 345MPA') STEEL.

PROJECT:

STRUCTURAL ENGINEERS

STRUCCORE (
ANKIT K. PATEL \}
C/1, JAYEN APP. . CHUNIBHAI COLONY, .

NR. FOOTBALL GROUND , KANKARIYA.
AHMEDABAD-380022 ,TEL:(M) 09723618823,
ankit@struccore.com

SCALENN.T.S. CHECKED: ANKIT PROJ. NO. : 04-14

DRN : PRAGNESH DATE:14-02-2014 DRG. NO. : ST-10

DEALT SIGN : CHECK SIGN : APVD. SIGN :
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KEY PLAN
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FFL.=0.00M P REV.NO. DATE ISSUED PRINTS
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DRAWING TITLE:
SIDE RUNNER ELEVATION ON GRID-G

@ PROJECT:

1. ANCHOR BOLTS ARE AS PER 1S : 2062, OR EQUIVALENT FY 250 MPA
SECTION: A-A 2. FOR LOCATION & REFERENCE POINT REFER ARCHITECTURAL DRAWING.
(1:50) 3. STRUCTURAL STEEL SHALL CONFIRM TO IS:2062 STRUCTURAL ENGINEERS

4 WELDING SHALL CONFIRM TO IS:816 & IS:9595. WELDING SYMBOLS AS PER IS:813,

5. FABRICATION AND ERECTION SHALL CONFORM TO THE PROCEDURE DOWN IN 15:800. STRUCCORE

6. BOLTS AND NUTS SHALL CONFORM TO IS:1367, PROPERTY CLASS 8.8, é\/'}”ﬁ'/;rYEN AT MBI COLONY

7. ELECTRODES SHALL BE FROM APPROVED MANUFACTURER AND SHALL CONFORM TO IS:814, v F00TBALL GROUND . KANKARIYA.

8. M.S. TUBES SHALL CONFORM TO 15:1239. AHMEDABAD-380022 ,TEL:(M) 09723618823,

9. ALL HOLLOW SECTION MEMBER SHALL BE OF FY 310 GRADE AND ankit@struccore.com
" 'BEAM CHANNEL, ANGLE SECTION SHALL BE FY 250 GRADE. SCALEN.TS. CHECKED:  ANKIT PROJ. NO. : 04-14

10.BUILT-UP SECTIONS ARE MADE FROM HOT ROLLED PLATES CONFORMING TO ASTM A-572 GR50| DRN: PRAGNESH DATE:14-02-2014 DRG. NO. : ST-11
(345MPA ) STEEL. DEALT SIGN - CHECK SIGN : APVD. SIGN -
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DRAWING TITLE:
SIDE SHEETING ELEVATION ON GRID-G

PROJECT:

1. ANCHOR BOLTS ARE AS PER IS : 2062, OR EQUIVALENT FY 250 MPA
2. FOR LOCATION & REFERENCE POINT REFER ARCHITECTURAL DRAWING.
3. STRUCTURAL STEEL SHALL CONFIRM TO 1S:2062 STRUCTURAL ENGINEERS
4. WELDING SHALL CONFIRM TO IS:816 & 1S:9595. WELDING SYMBOLS AS PER 1S:813. :
5. FABRICATION AND ERECTION SHALL CONFORM TO THE PROCEDURE DOWN IN 1S:800. STRUCCORE . A
6. BOLTS AND NUTS SHALL CONFORM TO 151367, PROPERTY CLASS 8.8, é}}”ﬁ'MN AT MBI CoLoNY 3
7. ELECTRODES SHALL BE FROM APPROVED MANUFACTURER AND SHALL CONFORM TOIS:814,  a F00TBALL GROUND . KANKARIVA.
8. M.S. TUBES SHALL CONFORM TO 1S:1239. AHMEDABAD-380022 ,TEL:(M) 09723618823,
9. ALL HOLLOW SECTION MEMBER SHALL BE OF FY 310 GRADE AND ankit@struccore.com

"| "BEAM CHANNEL, ANGLE SECTION SHALL BE FY 250 GRADE. SCALEN.T.S. CHECKED: ANKIT PROJ. NO. : 04-14
10.BUILT-UP SECTIONS ARE MADE FROM HOT ROLLED PLATES CONFORMING TO ASTM A-572 GR50| DRN : PRAGNESH DATE:27-12-2014 DRG. NO. : ST-12

( 345MPA ) STEEL. DEALT SIGN - CHECK SIGN - APVD. SIGN -
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DRAWING TITLE:
SIDE SHEETING ELEVATION ON GRID-5

1. ANCHOR BOLTS ARE AS PER IS : 2062, OR EQUIVALENT FY 250 MPA

2. FOR LOCATION & REFERENCE POINT REFER ARCHITECTURAL DRAWING.

3. STRUCTURAL STEEL SHALL CONFIRM T0 1S:2062

4. WELDING SHALL CONFIRM TO 1S:816 & 15:9595. WELDING SYMBOLS AS PER 1S:813.

5. FABRICATION AND ERECTION SHALL CONFORM TO THE PROCEDURE DOWN IN 1S:800.

6. BOLTS AND NUTS SHALL CONFORM TO 1S:1367, PROPERTY CLASS 8.8.

7. ELECTRODES SHALL BE FROM APPROVED MANUFACTURER AND SHALL CONFORM TO 1S:814.

8. M.S. TUBES SHALL CONFORM T0 1S:1239.
9. ALL HOLLOW SECTION MEMBER SHALL BE OF FY 310 GRADE AND
"| "'BEAM CHANNEL, ANGLE SECTION SHALL BE FY 250 GRADE.

PROJECT:

STRUCTURAL ENGINEERS

STRUCCORE

ANKIT K. PATEL

C/1, JAYEN APP. , CHUNIBHAI COLONY,

NR. FOOTBALL GROUND , KANKARIYA.
AHMEDABAD-380022 ,TEL:(M) 09723618823,
ankit@struccore.com

SCALENN.T.S.

CHECKED:  ANKIT

PROJ. NO. : 01-14

10.BUILT-UP SECTIONS ARE MADE FROM HOT ROLLED PLATES CONFORMING TO ASTM A-572 GR50| DRN : PRAGNESH

( 345MPA') STEEL.

DATE:27-12-2014

DRG. NO. : ST-13

DEALT SIGN :

CHECK SIGN :

APVD. SIGN :
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DRAWING TITLE:

SIDE RUNNER ELEVATION ON GRID-5

8. M.S. TUBES SHALL CONFORM TO 15:1239.

1. ANCHOR BOLTS ARE AS PER IS : 2062, OR EQUIVALENT FY 250 MPA

2. FOR LOCATION & REFERENCE POINT REFER ARCHITECTURAL DRAWING.
3. STRUCTURAL STEEL SHALL CONFIRM TO 1S:2062

4. WELDING SHALL CONFIRM TO 1S:816 & 15:9595. WELDING SYMBOLS AS PER [S:813.
5. FABRICATION AND ERECTION SHALL CONFORM TO THE PROCEDURE DOWN IN 1S:800.
6. BOLTS AND NUTS SHALL CONFORM TO IS:1367, PROPERTY CLASS 8.8.
7. ELECTRODES SHALL BE FROM APPROVED MANUFACTURER AND SHALL CONFORM TO 1S:814.

9. ALL HOLLOW SECTION MEMBER SHALL BE OF FY 310 GRADE AND
"I "'BEAM CHANNEL, ANGLE SECTION SHALL BE FY 250 GRADE.

10.BUILT-UP SECTIONS ARE MADE FROM HOT ROLLED PLATES CONFORMING TO ASTM A-572 GR50

( 345MPA ) STEEL.

PROJECT:

STRUCTURAL ENGINEERS

STRUCCORE

ANKIT K. PATEL

C/1, JAYEN APP. , CHUNIBHAI COLONY,

NR. FOOTBALL GROUND , KANKARIYA.
AHMEDABAD-380022 ,TEL:(M) 09723618823,
ankit@struccore.com

(

SCALENN.T.S. CHECKED: ANKIT PROJ. NO. : 04-14
DRN : PRAGNESH DATE:27-12-2014 DRG. NO. : ST-14
DEALT SIGN : CHECK SIGN : APVD. SIGN :
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SHEETING ELEVATION ON GRID-A

(SCALE:- 1:100)

1. ANCHOR BOLTS ARE AS PER IS : 2062, OR EQUIVALENT FY 250 MPA
2. FOR LOCATION & REFERENCE POINT REFER ARCHITECTURAL DRAWING.

3. STRUCTURAL STEEL SHALL CONFIRM TO 15:2062

4. WELDING SHALL CONFIRM TO 1S:816 & 15:9595. WELDING SYMBOLS AS PER 1S:813.
5. FABRICATION AND ERECTION SHALL CONFORM TO THE PROCEDURE DOWN IN 1S:800.
6. BOLTS AND NUTS SHALL CONFORM TO 1S:1367, PROPERTY CLASS 8.8.
7. ELECTRODES SHALL BE FROM APPROVED MANUFACTURER AND SHALL CONFORM TO 1S:814.
8. M.S. TUBES SHALL CONFORM T0 1S:1239.
9. ALL HOLLOW SECTION MEMBER SHALL BE OF FY 310 GRADE AND
"| "'BEAM CHANNEL, ANGLE SECTION SHALL BE FY 250 GRADE.
10.BUILT-UP SECTIONS ARE MADE FROM HOT ROLLED PLATES CONFORMING TO ASTM A-572 GR50
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DRAWING TITLE:
SHEETING ELEVATION ON GRID-A
PROJECT:
STRUCTURAL ENGINEERS
STRUCCORE (

ANKIT K. PATEL

C/1, JAYEN APP. , CHUNIBHAI COLONY,

NR. FOOTBALL GROUND , KANKARIYA.
AHMEDABAD-380022 ,TEL:(M) 09723618823,
ankit@struccore.com

\

( 345MPA ) STEEL,

SCALENN.T.S. CHECKED: ANKIT PROJ. NO. : 04-14
DRN : PRAGNESH DATE:27-12-2014 DRG. NO. : ST-15
DEALT SIGN : CHECK SIGN : APVD. SIGN :
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KEY PLAN
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DRAWING TITLE:
SIDE RUNNER ELEVATION ON GRID-A
PROJECT:
1. ANCHOR BOLTS ARE AS PER IS : 2062, OR EQUIVALENT FY 250 MPA
2. FOR LOCATION & REFERENCE POINT REFER ARCHITECTURAL DRAWING.
3. STRUCTURAL STEEL SHALL CONFIRM TO 1S:2062 STRUCTURAL ENGINEERS
4. WELDING SHALL CONFIRM TO 1S:816 & 1S:9595. WELDING SYMBOLS AS PER 1S:813.
5. FABRICATION AND ERECTION SHALL CONFORM TO THE PROCEDURE DOWN IN 1S:800. ,E\IETF\I)(LFJ’/SE(EORE
6. BOLTS AND NUTS SHALL CONFORM TO 1S:1367, PROPERTY CLASS 8.8. o/ JAYEN APP. CHUNIBHAI COLONY
7. ELECTRODES SHALL BE FROM APPROVED MANUFACTURER AND SHALL CONFORM TO 1S:814. NR.’FOOTBALL GéOUND _KANKARIYA. ’
8. M.S. TUBES SHALL CONFORM TO 1S:1239. AHMEDABAD-380022 ,TEL:(M) 09723618823,
9. ALL HOLLOW SECTION MEMBER SHALL BE OF FY 310 GRADE AND ankit@struccore.com
" "'BEAM CHANNEL, ANGLE SECTION SHALL BE FY 250 GRADE. SCALEN.TS. CHECKED:  ANKIT PROJ. NO. : 04-14
10.  BUILT-UP SECTIONS ARE MADE FROM HOT ROLLED PLATES CONFORMING TO ASTM A-572 GR50 | DRN: PRAGNESH DATE:14-02-2014 DRG. NO. : ST-16
(345MPA ) STEEL. DEALT SIGN - CHECK SIGN : APVD. SIGN -
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DRAWING TITLE:

SIDE SHEETING ELEVATION ON GRID -1

1. ANCHOR BOLTS ARE AS PER IS : 2062, OR EQUIVALENT FY 250 MPA

2. FOR LOCATION & REFERENCE POINT REFER ARCHITECTURAL DRAWING.

3. STRUCTURAL STEEL SHALL CONFIRM TO 1S:2062

4. WELDING SHALL CONFIRM TO 1S:816 & 1S:9595. WELDING SYMBOLS AS PER 1S:813.

5. FABRICATION AND ERECTION SHALL CONFORM TO THE PROCEDURE DOWN IN 1S:800.

6. BOLTS AND NUTS SHALL CONFORM TO IS:1367, PROPERTY CLASS 8.8.

7. ELECTRODES SHALL BE FROM APPROVED MANUFACTURER AND SHALL CONFORM TO 1S:814.

8. M.S. TUBES SHALL CONFORM TO 1S:1239.

9. ALL HOLLOW SECTION MEMBER SHALL BE OF FY 310 GRADE AND
"l 'BEAM CHANNEL, ANGLE SECTION SHALL BE FY 250 GRADE.

10, BUILT-UP SECTIONS ARE MADE FROM HOT ROLLED PLATES CONFORMING TO ASTM A-572 GR50
( 345MPA ) STEEL.

PROJECT:

STRUCTURAL ENGINEERS

STRUCCORE

ANKIT K. PATEL

C/1, JAYEN APP. , CHUNIBHAI COLONY,

NR. FOOTBALL GROUND , KANKARIYA.
AHMEDABAD-380022 ,TEL:(M) 09723618823,
ankit@struccore.com

SCALENN.T.S. CHECKED: PROJ. NO. : 01-14

DRN: DATE:14-02-2014 DRG. NO. : ST-17

DEALT SIGN : CHECK SIGN : APVD. SIGN :
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DRAWING TITLE:

SIDE RUNNER ELEVATION ON GRID-1

1. ANCHOR BOLTS ARE AS PER IS : 2062, OR EQUIVALENT FY 250 MPA

2. FOR LOCATION & REFERENCE POINT REFER ARCHITECTURAL DRAWING.

3. STRUCTURAL STEEL SHALL CONFIRM TO 1S:2062

4. WELDING SHALL CONFIRM TO 1S:816 & 15:9595. WELDING SYMBOLS AS PER 1S5:813.

5. FABRICATION AND ERECTION SHALL CONFORM TO THE PROCEDURE DOWN IN 1S:800.

6. BOLTS AND NUTS SHALL CONFORM TO 1S:1367, PROPERTY CLASS 8.8.

7. ELECTRODES SHALL BE FROM APPROVED MANUFACTURER AND SHALL CONFORM TO IS:814.

8. M.S. TUBES SHALL CONFORM TO 1S:1239.

9. ALL HOLLOW SECTION MEMBER SHALL BE OF FY 310 GRADE AND
"| "'BEAM CHANNEL, ANGLE SECTION SHALL BE FY 250 GRADE.
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NOTES:

ALL DIMENSIONS ARE IN MM. & TO BE VERIFIED WITH ARCH. DWG.
ANY DISCREPANCY IN DRAWING SHALL BE BROUGHT TO THE
NOTICE OF DESIGN ENGINEER.

APPROVED MIX CONCRETE DESIGN OF GRADE M:20 SHOULD BE
USED UNLESS SPECIFIED.

Fe 415 REINFORCEMENT (TMT BARS) SHOULD CONFIRM
1S:1786-2000.

CLEAR COVER TO REINFORCEMENT SHALL BE 25mm IN BEAM
20mm IN SLABS ,40mm IN COLUMN, 50mm IN FOOTING

SOIL BEARING CAPACITY CONSIDERED TO DESIGN FOUNDATION IS

10.0 T/SQ.MT TO BE VERIFIED AT SITE.

DEPTH OF FOUNDATION SHOULD BE MINIMUM 1.5 MT OR UP TO
GOOD SOIL FROM EXISTING GROUND LEVEL.

EXCAVATED CLAYISH PLASTIC SOIL CANNOT BE USED FOR
BACKFILLING. BACKFILLING MUST BE DONE BY BORROWEDSANDY
EARTH OR PURE SAND.

FOR PEDESTAL DETAILS REFER DRAWING NO.ST-02
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RE MADE FROM HOT ROLLED PLATES CONFORMING TO ASTM A-572 GR50
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NFORM TO THE PROCEDURE DOWN IN 15:800.
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1. ANCHOR BOLTS ARE AS PER IS : 2062, OR EQUIVALENT FY 250 MPA

2. FOR LOCATION & REFERENCE POINT REFER ARCHITECTURAL DRAWING.

3. STRUCTURAL STEEL SHALL CONFIRM TO 15:2062

4. WELDING SHALL CONFIRM TO 18:816 & 15:9595. WELDING SYMBOLS AS PER 15:813.

6. BOLTS AND NUTS SHALL CONFORM TO 15:1367, PROPERTY CLASS 8.8.

8. M.S. TUBES SHALL CONFORM TO 15:1239.
9. ALL HOLLOW SECTION MEMBER SHALL BE OF FY 310 GRADE AND
‘| "BEAM CHANNEL, ANGLE SECTION SHALL BE FY 250 GRADE.
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CONN-3 | 20mm 200 10 1100 | 100 10.BUILT-UP SECTIONS ARE MADE FROM HOT ROLLED PLATES CONFORMING TO ASTM A-572 GR50| DRN : PRAGNESH DATE:27-12-2014 DRG. NO. : ST-08
( 345MPA ) STEEL. DEALT SIGN - CHECK SIGN : APVD. SIGN :
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